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The lime feed system B failed. The lime slaker B feed unit located at the bottom of lime silo B will not operate. 

 
 
 
 
 
 
 
 

The lime feed auger located below lime silo B cone will not operate. The raw lime will not transfer to lime saker B. 

 
 
 
 
 
 
 

The lime system B was removed from service and the lime system A was placed into service. Lime syste A is operating on 

Graymont supplied lime at this time. 

CTP operators will investigate when time and adequite staffing allows. Tuesday - Thursday 3 operators staff the BHCTP. 
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